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manufacturer’s recommended oper-
ating air/fuel ratio divided by the stoi-
chiometric air/fuel ratio at full load 
conditions is less than or equal to 1.1. 
Engines originally manufactured as 
rich burn engines, but modified prior to 
December 19, 2002 with passive emis-
sion control technology for NOX (such 
as pre-combustion chambers) will be 
considered lean burn engines. Also, ex-
isting engines where there are no man-
ufacturer’s recommendations regarding 
air/fuel ratio will be considered a rich 
burn engine if the excess oxygen con-
tent of the exhaust at full load condi-
tions is less than or equal to 2 percent. 

Site-rated HP means the maximum 
manufacturer’s design capacity at en-
gine site conditions. 

Spark ignition means relating to ei-
ther: A gasoline-fueled engine; or any 
other type of engine with a spark plug 
(or other sparking device) and with op-
erating characteristics significantly 
similar to the theoretical Otto combus-
tion cycle. Spark ignition engines usu-
ally use a throttle to regulate intake 
air flow to control power during nor-
mal operation. Dual-fuel engines in 
which a liquid fuel (typically diesel 
fuel) is used for CI and gaseous fuel 
(typically natural gas) is used as the 
primary fuel at an annual average 
ratio of less than 2 parts diesel fuel to 
100 parts total fuel on an energy equiv-
alent basis are spark ignition engines. 

Stationary reciprocating internal com-
bustion engine (RICE) means any recip-
rocating internal combustion engine 
which uses reciprocating motion to 
convert heat energy into mechanical 
work and which is not mobile. Sta-
tionary RICE differ from mobile RICE 
in that a stationary RICE is not a non- 
road engine as defined at 40 CFR 

1068.30, and is not used to propel a 
motor vehicle or a vehicle used solely 
for competition. 

Stationary RICE test cell/stand means 
an engine test cell/stand, as defined in 
subpart PPPPP of this part, that tests 
stationary RICE. 

Stoichiometric means the theoretical 
air-to-fuel ratio required for complete 
combustion. 

Storage vessel with the potential for 
flash emissions means any storage ves-
sel that contains a hydrocarbon liquid 
with a stock tank gas-to-oil ratio equal 
to or greater than 0.31 cubic meters per 
liter and an American Petroleum Insti-
tute gravity equal to or greater than 40 
degrees and an actual annual average 
hydrocarbon liquid throughput equal 
to or greater than 79,500 liters per day. 
Flash emissions occur when dissolved 
hydrocarbons in the fluid evolve from 
solution when the fluid pressure is re-
duced. 

Subpart means 40 CFR part 63, sub-
part ZZZZ. 

Surface site means any combination 
of one or more graded pad sites, gravel 
pad sites, foundations, platforms, or 
the immediate physical location upon 
which equipment is physically affixed. 

Two-stroke engine means a type of en-
gine which completes the power cycle 
in single crankshaft revolution by com-
bining the intake and compression op-
erations into one stroke and the power 
and exhaust operations into a second 
stroke. This system requires auxiliary 
scavenging and inherently runs lean of 
stoichiometric. 

[69 FR 33506, June 15, 2004, as amended at 71 
FR 20467, Apr. 20, 2006; 73 FR 3607, Jan. 18, 
2008; 75 FR 9679, Mar. 3, 2010; 75 FR 51592, 
Aug. 20, 2010; 76 FR 12867, Mar. 9, 2011] 

TABLE 1a TO SUBPART ZZZZ OF PART 63—EMISSION LIMITATIONS FOR EXISTING, 
NEW, AND RECONSTRUCTED SPARK IGNITION, 4SRB STATIONARY RICE > 500 HP 
LOCATED AT A MAJOR SOURCE OF HAP EMISSIONS 

As stated in §§ 63.6600 and 63.6640, you must comply with the following emission limitations 
at 100 percent load plus or minus 10 percent for existing, new and reconstructed 4SRB sta-
tionary RICE >500 HP located at a major source of HAP emissions: 
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For each . . . You must meet the following emission limitation, 
except during periods of startup . . . During periods of startup you must . . . 

1. 4SRB stationary RICE a. Reduce formaldehyde emissions by 76 per-
cent or more. If you commenced construction 
or reconstruction between December 19, 2002 
and June 15, 2004, you may reduce formalde-
hyde emissions by 75 percent or more until 
June 15, 2007 or.

Minimize the engine’s time spent at idle and min-
imize the engine’s startup time at startup to a 
period needed for appropriate and safe load-
ing of the engine, not to exceed 30 minutes, 
after which time the non-startup emission limi-
tations apply.1 

b. Limit the concentration of formaldehyde in the 
stationary RICE exhaust to 350 ppbvd or less 
at 15 percent O2.

1 Sources can petition the Administrator pursuant to the requirements of 40 CFR 63.6(g) for alternative work practices. 

[75 FR 9679, Mar. 3, 2010, as amended at 75 FR 51592, Aug. 20, 2010] 

TABLE 1b TO SUBPART ZZZZ OF PART 63—OPERATING LIMITATIONS FOR EXISTING, 
NEW, AND RECONSTRUCTED SPARK IGNITION 4SRB STATIONARY RICE >500 HP 
LOCATED AT A MAJOR SOURCE OF HAP EMISSIONS AND EXISTING SPARK IGNITION 
4SRB STATIONARY RICE >500 HP LOCATED AT AN AREA SOURCE OF HAP EMIS-
SIONS 

As stated in §§ 63.6600, 63.6603, 63.6630 and 63.6640, you must comply with the following oper-
ating limitations for existing, new and reconstructed 4SRB stationary RICE >500 HP located 
at a major source of HAP emissions and existing 4SRB stationary RICE >500 HP located at 
an area source of HAP emissions that operate more than 24 hours per calendar year: 

For each . . . You must meet the following operating limitation . . . 

1. 4SRB stationary RICE complying with the requirement to re-
duce formaldehyde emissions by 76 percent or more (or by 
75 percent or more, if applicable) and using NSCR; or 

4SRB stationary RICE complying with the requirement 
to limit the concentration of formaldehyde in the sta-
tionary RICE exhaust to 350 ppbvd or less at 15 
percent O2 and using NSCR; or 

4SRB stationary RICE complying with the requirement 
to limit the concentration of formaldehyde in the sta-
tionary RICE exhaust to 2.7 ppmvd or less at 15 
percent O2 and using NSCR. 

a. Maintain your catalyst so that the pressure drop across the 
catalyst does not change by more than 2 inches of water at 
100 percent load plus or minus 10 percent from the pressure 
drop across the catalyst measured during the initial perform-
ance test; and 

b. Maintain the temperature of your stationary RICE exhaust 
so that the catalyst inlet temperature is greater than or equal 
to 750 °F and less than or equal to 1250 °F. 

2. 4SRB stationary RICE complying with the requirement to re-
duce formaldehyde emissions by 76 percent or more (or by 
75 percent or more, if applicable) and not using NSCR; or 

4SRB stationary RICE complying with the requirement 
to limit the concentration of formaldehyde in the sta-
tionary RICE exhaust to 350 ppbvd or less at 15 
percent O2 and not using NSCR; or 

4SRB stationary RICE complying with the requirement 
to limit the concentration of formaldehyde in the sta-
tionary RICE exhaust to 2.7 ppmvd or less at 15 
percent O2 and not using NSCR. 

Comply with any operating limitations approved by the Admin-
istrator. 

[76 FR 12867, Mar. 9, 2011] 

TABLE 2a TO SUBPART ZZZZ OF PART 63—EMISSION LIMITATIONS FOR NEW AND RE-
CONSTRUCTED 2SLB AND COMPRESSION IGNITION STATIONARY RICE >500 HP AND 
NEW AND RECONSTRUCTED 4SLB STATIONARY RICE ≥250 HP LOCATED AT A 
MAJOR SOURCE OF HAP EMISSIONS 

As stated in §§ 63.6600 and 63.6640, you must comply with the following emission limitations 
for new and reconstructed lean burn and new and reconstructed compression ignition sta-
tionary RICE at 100 percent load plus or minus 10 percent: 
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